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UNSUPERVISED DOUBLE CHECK
DETECTOR ASSEMBLY. ARGONNE
NATIONAL LABORATORIES SHALL
PROVIDE LOCK AND CHAIN.

DRY PIPE VALVE ASSEMBLY
ZONE 1-3 (LOADING DOCK)

PREACTION VALVE ASSEMBLY
ZONE 1-2 (BDF / IT ROOM)

SPRINKLER ZONE CONTROL
VALVE ASSEMBLY ZONE 1-1
(ADMINISTRATIVE AREAS)

ZONE 1-1

ZONE 1-1

ZONE 1-2

ZONE 1-1

SPRINKLER PIPE UP TO
PENTHOUSE (ZONE 2-1)

SPRINKLER ZONE CONTROL
VALVE ASSEMBLY ZONE 2-1
(PENTHOUSE AREA)

2" PREACTION
SPRINKLER PIPE
(ZONE 1-2)

2" DRY SPRINKLER PIPE
TO LOADING DOCK
(ZONE 1-3)

FOR CONTINUATION REFER
TO DRAWING F2.1A.E1

3" SPRINKLER PIPE TO
LAB AREAS (ZONE 1-1)

SPRINKLER PIPE
TO LAB AREAS
(ZONE 1-1)

FOR CONTINUATION REFER TO
DRAWING F2.1A.E1 (ZONE 1-1)

ZONE 1-1

3" SPRINKLER PIPE
TO ADMINISTRATIVE
AREAS (ZONE 1-1)

3" SPRINKLER PIPE
TO ADMINISTRATIVE
AREAS (ZONE 1-1)

3" SPRINKLER PIPEFOR HUB AND FLOOR DRAIN
LOCATIONS REFER TO PLUMBING
RAWINGS. (DRAIN IS PART OF
THE LAB SEWER SYSTEM)

ZONE 1-1

4" FIRE PIPE TO
STANDPIPE RISER

INSTALL DRY
SPRINKLERS IN
COLD ROOM

INSTALL INTERMEDIATE
TEMPERATURE RATING
SPRINKLERS IN WARM ROOMS

FIRE DEPARTMENT CONNECTION FOR
FORWARD TEST OF DOUBLE CHECK
DETECTOR ASSEMBLY. REFER TO
ARCHITECTURAL DRAWINGS FOR
EXACT LOCATION

SURFACE MOUNTED
FIRE VALVE CABINET
(FVC-1) SURFACE MOUNTED

FIRE VALVE CABINET
(FVC-1)

2 1/2" TO FIRE VALVE CABINET

INSTALL CONCELAED
SPRINKLERS ABOVE
GLASS DOOR.
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ROUTE 1" INSPECTOR'S TEST
CONNECTION TO FLOOR DRAIN
IN MAIN MECHANICAL ROOM

PREACTION CONTROL
RELEASING PANEL

MANUAL CONTROL STATION
(MANUAL RELEASE) LOCATE
INSIDE ROOM NEAR EXIT

2" PREACTION
SPRINKLER PIPE
TO BDF/IT (ZONE 1-2)

SPRINKLER PIPE UP

SPRINKLER PIPE UP

SPRINKLER PIPE DN

SPRINKLER ZONE BOUNDARY
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01 LEVEL FIRE
PROTECTION PLAN B

F2.1.B

08541-00

J446-101-W-
04/07/11
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SPF F2.1.B

F2.1.B

 1/8" = 1'-0"1111
01 LEVEL FIRE PROTECTION PLAN B01 LEVEL FIRE PROTECTION PLAN B01 LEVEL FIRE PROTECTION PLAN B01 LEVEL FIRE PROTECTION PLAN B

CONTRACTOR SHALL MAKE THE NECESSARY FIRE
PROTECTION MODIFICATIONS IN THIS AREA TO
ACCOMODATE THE NEW ARCHITECTURAL LAYOUT,
WHICH MIGHT INCLUDE EXTENDING SPRINKLER
PIPING, ADDINNG SPRINKLERS ETC.
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CONTRACTOR SHALL BE RESPONSIBLE TO EXAMINE
"REFLECTED CEILING" DRAWINGS AS WELL AS
MECHANICAL, ELECTRICAL, PLUMBING, INFORMATION
TECHNOLOGY, STRUCTURAL AND ARCHITECTURAL
DRAWINGS PRIOR TO SYSTEM MODIFICATION.

2

CONTRACTOR SHALL BE RESPONSIBLE TO NOTIFY
THE FIRE DEPARTMENT AS WELL AS CONCERNED
PARTIES OF ANY TEMPORARY DISRUPTION OF
SERVICE AS REQUIRED TO COMPLETE THE PROJECT.
ANY TEMPORARY PROVISIONS REQUIRED SHALL BE
THE CONTRACTOR'S RESPONSABILITY.
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